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GENERAL NOTES
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PROJECT
DESCRIPTION:

PROJECT
LOCATION:

OCCUPANCY
CLASSIFICATION:

OCCUPANCY
LOAD:

CONSTRUCTION
TYPE:

NUMBER OF
STORIES:

SPRINKLER
SYSTEM:

SQUARE
FOOTAGE:

HEARD COUNTY FIRE STATION #5 CONSTRUCTION

365 JOE STEPHENS ROAD
FRANKLIN, GEORGIA
30217

STORAGE (GROUP S-2)
RESIDENTIAL (GROUP R-3)
ASSEMBLY (GROUP A-3)

66

VB PER IBC 2018, V(000) PER NFPA 2018

1

NOT SPRINKLERED

FIRST FLOOR:                       5808  S.F.
PORCH (UNENCLOSED)               147  S.F.  
TOTAL:             5955  S.F.

1. DO NOT SCALE DRAWINGS. USE WRITTEN DIMENSIONS ONLY. SUBMIT ANY DISCREPANCIES TO THE ARCHITECT FOR CLARIFICATION PRIOR TO EXECUTION OF THE WORK IN QUESTION.

2. ALL DIMENSIONS ARE TO FACE OF FINISH MATERIAL OR CENTERLINE OF FIXTURE UNLESS CLEARLY SHOWN OR NOTED OTHERWISE.

3. THE CONTRACTOR SHALL BE RESPONSIBLE FOR EXECUTION OF THE WORK IN ACCORDANCE WITH THE DRAWINGS AND SPECIFICATIONS UNLESS WRITTEN NOTIFICATION TO THE CONTRARY IS ISSUED AND SIGNED 
BY THE OWNER AND/ OR ARCHITECT.

4. THE LOCATION OF THE EXISTING UTILITIES AND STRUCTURES SHOWN IN THE DOCUMENTS ARE APPROXIMATE. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO VERIFY THE EXISTENCE AND ACTUAL 
LOCATION OF SUCH, WHETHER SHOWN HEREON OR NOT, PRIOR TO ANY EXCAVATION.

5. ALL VERTICAL AND HORIZONTAL DUCTS, PIPES, CONDUIT, AND SIMILAR ASSEMBLIES IN FINISHED ROOMS SHALL BE ENCLOSED IN A FINISHED CHASE. THE MATERIALS AND FINISHES OF SUCH CHASES SHALL MATCH 
ADJACENT FINISHED WALLS.

6. FURNISH ACCESS PANELS IN WALLS AND NON-ACCESSIBLE TYPE CEILINGS WHERE SERVICE OR ADJUSTMENT TO MECHANICAL, PLUMBING OR ELECTRICAL EQUIPMENT MAY BE REQUIRED. ACCESS PANELS SHALL BE 
EQUAL IN FIRE RATING TO SURFACE IN WHICH THEY OCCUR. REFER TO ENGINEERING DRAWINGS FOR LOCATION OF MECHANICAL, PLUMBING AND ELECTRICAL EQUIPMENT.

7. PROVIDE CONTROL JOINTS IN GYPSUM WALL BOARD AS SHOWN IN THE DRAWINGS. OR IF NOT SHOWN, MAXIMUM ALLOWED PER MANUFACTURERS SPECIFICATION.

8. TIGHTLY SEAL ANY OPENINGS IN FIRE RATED WALLS BY DUCTS, PIPES, CONDUIT, STRUCTURAL MEMBERS, OR ANY OTHER MATERIALS. OPENINGS IN METAL STUD PARTITIONS SHALL BE SEALED WITH FIRE SAFING.

9. GYPSUM WALLBOARD IN ROOMS SUBJECT TO MOISTURE ACCUMULATION (TOILETS, SHOWERS, JANITORS CLOSET, ETC.) SHALL BE MOISTURE RESISTANT TYPE.

10. ALL GYPSUM WALL BOARD MATERIAL IN FIRE RATED ASSEMBLIES SHALL BE FIRE RESISTIVE UL CLASSIFIED MATERIAL APPLIED IN STRICT COMPLIANCE TO THE APPLICABLE FIRE TEST DESIGN WITH JOINTS ON 
OPPOSITE WALL FACES STAGGERED. FASTENERS SHALL BE OF APPROVED TYPE AND INSTALLED IN  ACCORDANCE WITH APPLICABLE FIRE TEST. ALL WALLBOARD JOINTS IN ALL PARTITION WALLS SHALL BE TAPED AND 
FINISHED WITH JOINT COMPOUND, INCLUDING THOSE ABOVE THE FINISHED CEILING. PENETRATIONS FOR PIPES, CONDUIT, FRAMING MEMBERS, DUCTS, ETC. SHALL BE FRAMED WITH RUNNER CHANNELS AND TIGHTLY 
SEALED. SUCH PENETRATIONS SHALL BE TIGHTLY PACKED WITH MINERAL FIBER SAFING INSULATION.

11. IMMEDIATELY NOTIFY ARCHITECT IN WRITING IF ANY OMISSION, DISCREPANCY, AMBIGUITY, OR ERROR IN THE CONTRACT DOCUMENTS BE DISCOVERED OR IF ANY DOUBT AS TO THE MEANING OR INTENT THEREOF 
SHOULD ARISE. CLARIFICATION WILL BE MADE BY REVISION TO THE CONTRACT DOCUMENTS.

12. ALL ATTACHMENTS, SCREWS AND BOLTS BETWEEN STRUCTURAL STEEL AND TREATED WOOD, BLOCKING AND NAILERS SHALL BE GALVANIZED.

13. PAINT ALL EXPOSED DUCTWORK, PIPING, CONDUIT, ETC. PER MFG. RECOMMENDATION.

14. SHOP DRAWINGS AND SAMPLES SHALL BE SUBMITTED FOR APPROVAL TO THE INTERIOR DESIGNER/ ARCHITECT PRIOR TO CONSTRUCTION AND/OR PURCHASE OF MATERIALS DESCRIBING THE OVERALL SCOPE AS 
WELL AS COMPLETE DETAILS OF WORK TO BE PERFORMED. ALL FABRICATION SHALL BE BASED ON ACTUAL FIELD DIMENSIONS.

15. CONTRACTOR SHALL OBTAIN ALL PERMITS AND INSPECTIONS REQUIRED BY LOCAL AND STATE AND LOCAL CODES. ALL RECOMMENDATIONS AND REQUIREMENTS OF THE STATE CODES AND NFPA 90-A SHALL BE 
FOLLOWED.

16. VISIT THE JOB SITE AND CHECK ALL EXISTING CONDITIONS PRIOR TO SUBMITTING A PRICE FOR PERFORMING ANY WORK.

17. CONTRACTOR TO VERIFY WITH THE OWNER AND/OR OWNER'S REPRESENTATIVES ALL PLUMBING AND ELECTRICAL REQUIREMENTS FOR EQUIPMENT PROVIDED BY THE OWNER.

18. INTERIOR CONTRACT DOCUMENTS HOLD PRECEDENCE OVER ENGINEER DOCUMENTS FOR LOCATIONS, MOUNTING HEIGHTS, ETC. IF THERE IS A CONFLICT BETWEEN DOCUMENTS, THE CONTRACTOR IS TO NOTIFY 
THE ARCHITECT IMMEDIATELY FOR DIRECTION.

INTERNATIONAL BUILDING CODE (IBC):  2018 EDITION WITH GA AMENDMENTS.

NATIONAL ELECTRIC CODE (NEC):  2020 EDITION

INTERNATIONAL FUEL GAS CODE (IFGC):  2018 EDITION WITH GA AMENDMENT.

INTERNATIONAL MECHANICAL CODE (IMC):  2018 EDITION WITH GA AMENDMENTS

INTERNATIONAL PLUMBING CODE (IPC):  2018 EDITION WITH GA AMENDMENTS

INTERNATIONAL ENERGY CONSERVATION CODE (IECC):  2015 EDITION WITH GA 
SUPPLEMENTS AND AMENDMENTS

INTERNATIONAL FIRE CODE (IFC):  2018 EDITION

GEORGIA ACCESSIBILITY CODE - GAC 120-3-20 - 2015 EDITION

NATIONAL FIRE PROTECTION ASSOCIATION 101 LIFE SAFETY CODE (LSC):  2018 EDITION

U.S. DEPT. OF JUSTICE A.D.A. STANDARDS FOR ACCESSIBLE DESIGN (ADA): 2010 
EDITION

CHAPTER 120-3-3 RULES AND REGULATIONS FOR THE STATE MIN. FIRE STANDARDS IN 
GA

REVISIONS

No. Date  Description
03/06/24 Issued for Bid

1 04/10/24 Addendum 2

PLUMBING FIXTURE DISTRIBUTION PER I.P.C. MINIMUM PLUMBING FIXTURE REQUIREMENTS

FLOOR TOTAL NO. 
OF PEOPLE 
PER FLOOR

LOAD PLUMBING FIXTURES REQUIRED / PLUMBING FIXTURES PROVIDED

FEMALE                                                  MALE

W.C.                LAVATORIES          W.C.                      URINALS            LAVATORIES

1     66       33 FEMALE
33 MALE

1                         1                              1                       0                           1       

DRINKING FOUNTAIN DISTRIBUTION MINIMUM REQUIREMENTS
INTERNATIONAL PLUMBING CODE REQUIRES:
            1 FOUNTAIN PER 100 PEOPLE FOR BUSINESS OCCUPANCY
            TOTAL = 1 REQUIRED /  1 WATER COOLER PROVIDED
SERVICE SINKS:  1 REQUIRED / 1 PROVIDED

1                         1                              1                       0                           1       

365 Joe Stephens Road, Georgia 30217

PLUMBING ENGINEER

MECHANICAL ENGINEER

ELECTRICAL ENGINEER

OWNER
HEARD COUNTY
COMMISSIONER'S OFFICE
15 COURT SQUARE
FRANKLIN, GEORGIA 30217

CONTACT: KEVIN L. HAMBY
TELEPHONE: (706) 215-1364
EMAIL: Kevin@hambymanagement.com

ARCHITECT
GARDNER, SPENCER, SMITH, TENCH & JARBEAU, P.C.
TOWER PLACE, 3340 PEACHTREE ROAD
SUITE 1800
ATLANTA, GA 30303

ARCHITECT OF RECORD: JOSEPH G. GARDNER, NCARB
CONTACTS: JOSEPH G. GARDNER, NCARB

JOELLE TAMBUATCO, NCARB
TELEPHONE: 404-522-8805 X 228
MOBILE:  404-281-5251

678-448-8894
EMAIL: jgardner@gsstj.com

jtambuatco@gsstj.com

BAA MECHANICAL ENGINEERS, INC.
500 BISHOP STREET, SUITE E2
ATLANTA, GEORGIA 30318

ENGINEER OF RECORD: JEFF LEE, P.E.
CONTACT: JEFF LEE
TELEPHONE: 404-255-0050
MOBILE:
E-MAIL:  jeffl@baamech.com

BAA MECHANICAL ENGINEERS, INC.
500 BISHOP STREET, SUITE E2
ATLANTA, GEORGIA 30318

ENGINEER OF RECORD: JEFF POWELL, P.E.
CONTACT: JEFF POWELL
TELEPHONE: 404-255-0050, EXT. 204
MOBILE:  404-819-6212
E-MAIL:  jeffp@baamech.com

MATHIS CONSULTING ENGINEERS, LLC
244 O'DELL ROAD, SUITE 6
GRIFFIN, GEORGIA 30224

ENGINEER OF RECORD:  J. KEITH MATHIS, P.E.
CONTACTS: J. KEITH MATHIS, P.E.

CHRIS HAMILTON
TELEPHONE:  770-584-6193
MOBILE: 
E-MAIL: keith@mathisengineers.com

chris@mathisengineers.com

STRUCTURAL ENGINEER
WILLETT ENGINEERING
3528 HABERSHAM AT NORTHLAKE
TUCKER, GEORGIA 30084

ENGINEER OF RECORD: J. MAC WILLETT, P.E.
CONTACTS: J. MAC WILLETT, P.E.

BRANDON J. HOFFMAN, P.E., S.E.
TELEPHONE: 770-270-9484, EXT. 148
MOBILE: 404-580-1197
EMAIL: mwillett@willettengineering.com 

bhoffman@willettengineering.com

DRAWING INDEX

CIVIL ENGINEER
CARTER ENGINEERING
1010 COMMERCE DRIVE
BOGART, GA 30622

ENGINEER OF RECORD: BRIAN KIMSEY, P.E.
CONTACTS: BRIAN KIMSEY, P.E.
TELEPHONE: 770-725-1200
EMAIL: brian@carterengineering.com
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LEVEL 1
+0' - 0"

B.O. CANOPY
+10' - 0"
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B.O. ROOF
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T.O. Roof Option 1
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LEVEL 1
+0' - 0"

B.O. SOLDIER COURSE
+14' - 0"

1/4" / 1'-0"

CONCRETE SLAB

VAPOR BARRIER

GRAVEL

WEATHER-STRIPPING & RUBBER 
SEAL BY GARAGE DOOR 
MANUFACTURER

STANDARD LIFT TRACK BY 
GARAGE DOOR 

MANUFACTURER

JAMB BRACKETS BY 
GARAGE DOOR 

MANUFACTURER

METAL DOWNSPOUT: SEE CIVIL FOR TIE-IN 
TO STORMWATER SYSTEM

COMMERCIAL ALUMINUM 
GARAGE DOOR, 

STANDARD LIFT TRACK

B.O. ROOF
+18' - 0"

ROOF UNDERLAYMENT AS RECOMMENDED BY SHINGLE MANUFACTURER

ROOF DECKING - SEE STRUCT. DRAWINGS

 ROOF TRUSSES, SEE 
STRUCTURAL

PAINTED CONCRETE 
MASONRY UNITS

ASPHALT SHINGLES

HORIZONTAL TRACK 
SUPPORT, AS REQUIRED 

BY MANUFACTURER
PREFINISHED METAL 
SOFFIT PANEL

SINGLE LEG 
VENT STRIP

CEMENT FIBER 
BOARD FASCIA 

SOFFIT FRAME

GUTTER 

DRIP EDGE FLASHING

CONT. METAL FLASHING

RIGID INSULATION, MIN. R-7.6

FRIEZE BOARD

BRICK

4

12

CMU LINTEL: SEE STRUCTURAL

SEE STRUCTURAL FOR CONCRETE 
SLAB EDGE DETAIL

4' - 0"

MIN. R-25 POLYISOCYANURATE INSULATION & COVER BOARD

B.9 C

LEVEL 1
+0' - 0"

B.O. SOLDIER COURSE
+14' - 0"

B.O. ROOF
+18' - 0"

PREFINISHED METAL SOFFIT PANEL

SINGLE LEG VENT STRIP

SOFFIT FRAME

5 3/4

12

1' - 0"

5/8" TYPE X HIGH IMPACT 
GYPSUM BOARD

MIN. R-13 FOIL FACED BATT 
INSULATION ON 6" STEEL STUDS 

@ 16" O.C. MAX.

WALL BASE AS SPECIFIED

CONCRETE FLOOR SLAB ON 
STEEL FLOOR DECK: SEE 

STRUCTURAL

PAINT GRADE MDF SILL AND APRON

BRICK ROWLOCK SILL

WOOD SHIM AS REQUIRED

CONT. METAL FLASHING

WEEP HOLES @ 24" O.C. W/ 3/8" 
DIA. ROPE WICK

GRAVEL
VAPOR BARRIER

CONCRETE SLAB EDGE: SEE 
STRUCTURAL

CONT. FLEXIBLE FLASHING

PREFINISHED ALUMINUM 
STOREFRONT WINDOW WITH 

DOUBLE PANED INSULATED 
GLASS

BRICK MASONRY

MASONRY TIES, TYP.

2" AIR CAVITY

VAPOR BARRIER

RIGID INSULATION, MIN. R-7.5

ACOUSTICAL CEILING GRID & 
TILE SUSPENDED FROM 

STRUCTURE

STEEL LINTEL ANGLE: SEE 
STRUCTURAL

CONT. METAL FLASHING

BRICK SOLDIER COURSE

MIN. R-13 FOIL FACED BATT 
INSULATION ON 6" STEEL STUDS 
@ 16" O.C. MAX.

5/8" TYPE X HIGH IMPACT 
GYPSUM BOARD

WEEP HOLES @ 24" O.C. W/ 3/8" 
DIA. ROPE WICK

ROOF UNDERLAYMENT AS RECOMMENDED BY SHINGLE MANUFACTURER

ROOF DECKING - SEE STRUCT. DRAWINGS

 ROOF TRUSSES, SEE 
STRUCTURAL

ASPHALT SHINGLES

CEMENT FIBER BOARD 
FASCIA 

GUTTER 

DRIP EDGE FLASHING

MIN. R-25 POLYISOCYANURATE INSULATION & COVER BOARD

METAL DOWNSPOUT: SEE CIVIL 
FOR TIE-IN TO STORMWATER 
SYSTEM

D.5 E

8"
7'
 - 
7 
11
9/
12
8"

A4.21
W1

A4.21
W2

LEVEL 1
+0' - 0"

B.O. SOLDIER COURSE
+14' - 0"

B.O. ROOF
+18' - 0"

BRICK MASONRY

MASONRY TIES, TYP.

2" AIR CAVITY

VAPOR BARRIER

RIGID INSULATION, MIN. R-7.5

MIN. R-13 FOIL FACED BATT 
INSULATION ON 6" STEEL STUDS 

@ 16" O.C. MAX.

1' - 0"

5/8" TYPE X HIGH IMPACT 
GYPSUM BOARD

MIN. R-13 FOIL FACED BATT 
INSULATION ON 6" STEEL STUDS 
@ 16" O.C. MAX.

WALL BASE AS SPECIFIED

CONCRETE FLOOR SLAB ON 
STEEL FLOOR DECK: SEE 
STRUCTURAL

CONT. METAL FLASHING

WEEP HOLES @ 24" O.C. W/ 3/8" 
DIA. ROPE WICK

GRAVEL
VAPOR BARRIERCONCRETE SLAB EDGE: SEE 

STRUCTURAL

5 3/4

12

PREFINISHED METAL 
SOFFIT PANEL

SINGLE LEG VENT STRIP

SOFFIT FRAME

ROOF UNDERLAYMENT AS RECOMMENDED BY SHINGLE MANUFACTURER

ROOF DECKING - SEE STRUCT. DRAWINGS

 ROOF TRUSSES, SEE 
STRUCTURAL

ASPHALT SHINGLES

CEMENT FIBER BOARD 
FASCIA 

GUTTER 

DRIP EDGE FLASHING

MIN. R-25 POLYISOCYANURATE INSULATION & COVER BOARD

4' - 0"

METAL DOWNSPOUT: SEE CIVIL 
FOR TIE-IN TO STORMWATER 

SYSTEM

�4

GYPSUM BOARD CEILING ON 2 1/2" 
METAL STUD FRAMING
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404.521.2118 (f)

PROJECT NO.

SHEET TITLE 

SHEET NO.

RELEASED FOR CONSTRUCTION

© 2021  THESE DOCUMENTS REMAIN THE PROPERTY OF 
THE ARCHITECT AND MAY NOT BE USED OR REPRODUCED 
WITHOUT WRITTEN PERMISSION.

REVISIONS

NOT

HEARD
COUNTY FIRE
STATION #5

22125

WALL SECTIONS

A3.00

365 Joe Stephens Road
Franklin, GA 30217

REVISIONS
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LEVEL 1
+0' - 0"

B.O. CANOPY
+10' - 0"

B.O. SOLDIER COURSE
+14' - 0"

B.O. ROOF
+18' - 0"

T.O. LINTELS
+8' - 0"

B.9 C D D.5 E

1/4" / 1'-0"

VAPOR BARRIER

GRAVEL

SEE STRUCTURAL FOR CONCRETE 
SLAB EDGE DETAIL

5/8" TYPE X HIGH IMPACT 
GYPSUM BOARD

MIN. R-13 FOIL FACED 
BATT INSULATION ON 6" 

STEEL STUDS @ 16" O.C. 
MAX.

ENTRY DOOR AND 
SIDELITES IN HOLLOW 

METAL FRAME AS 
SCHEDULED

CONCRETE FLOOR SLAB ON 
STEEL FLOOR DECK: SEE 

STRUCTURAL

WOOD SHIM AS 
REQUIRED

STEEL LINTEL ANGLE: 
SEE STRUCTURAL

ROOF UNDERLAYMENT AS RECOMMENDED BY SHINGLE 
MANUFACTURER

ROOF DECKING - SEE STRUCT. DRAWINGS

 ROOF TRUSSES, SEE 
STRUCTURAL

ASPHALT SHINGLES

MIN. R-25 POLYISOCYANURATE INSULATION & COVER BOARD

PREFINISHED METAL SOFFIT PANEL

SINGLE LEG VENT STRIP

SOFFIT FRAME

BRICK MASONRY

MASONRY TIES, TYP.

2" AIR CAVITY

VAPOR BARRIER

RIGID INSULATION, 
MIN. R-7.5

CONT. METAL FLASHING

BRICK SOLDIER COURSE

WEEP HOLES @ 24" O.C. 
W/ 3/8" DIA. ROPE WICK

CEMENT FIBER BOARD FASCIA 

GUTTER 

DRIP EDGE FLASHING

STEEL BEAM: SEE STRUCTURAL

2 1/2" STEEL STUDS @ 16" O.C. MAX. 
W/CEMENTITIOUS BOARD CLADDING

METAL DOWNSPOUT BEYOND: TIE 
CANOPY DOWNSPOUT TO NEAREST 
DOWNSPOUT FROM MAIN ROOF

CONCRETE PAVEMENT

4

12

ROOF UNDERLAYMENT AS RECOMMENDED BY SHINGLE MANUFACTURER

ROOF DECKING - SEE STRUCT. DRAWINGS

 ROOF TRUSSES, SEE 
STRUCTURAL

ASPHALT SHINGLES

PREFINISHED METAL SOFFIT PANEL

SINGLE LEG 
VENT STRIP

CEMENT FIBER BOARD FASCIA 

SOFFIT FRAME

GUTTER 

DRIP EDGE FLASHING
4

12

MIN. R-25 POLYISOCYANURATE INSULATION & COVER BOARD

BRICK MASONRY

2" AIR CAVITY

MASONRY TIES, TYP.

VAPOR BARRIER

RIGID INSULATION, MIN. R-7.5

CONT. METAL FLASHING

WEEP HOLES @ 24" O.C. W/ 3/8" DIA. ROPE WICK

STEEL SUPPORT 
ANGLE: SEE 
STRUCTURAL

CEILING AS SCHEDULED: SEE 
REFLECTED CEILING PLAN

CEILING AS SCHEDULED: SEE 
REFLECTED CEILING PLAN

5/8" TYPE X HIGH IMPACT 
GYPSUM BOARD

MIN. R-13 FOIL FACED BATT 
INSULATION ON 6" STEEL STUDS 

@ 16" O.C. MAX.

WOOD SHIM AS REQUIRED

STEEL LINTEL ANGLE: SEE 
STRUCTURAL

WRAP GYPSUM BOARD 
AROUND LINTEL ANGLE

A4.21
H1

LEVEL 1
+0' - 0"

B.O. ROOF
+18' - 0"

�4

PREFINISHED METAL SOFFIT PANEL

SINGLE LEG VENT STRIP

SOFFIT FRAME

5/8" TYPE X HIGH IMPACT 
GYPSUM BOARD

MIN. R-13 FOIL FACED 
BATT INSULATION ON 6" 

STEEL STUDS @ 16" O.C. 
MAX.

WALL BASE AS SPECIFIED

CONCRETE FLOOR SLAB ON 
STEEL FLOOR DECK: SEE 

STRUCTURAL

PAINT GRADE MDF SILL AND 
APRON

BRICK ROWLOCK SILL

WOOD SHIM AS REQUIRED

CONT. METAL FLASHING

WEEP HOLES @ 24" O.C. W/ 3/8" 
DIA. ROPE WICK

GRAVEL
VAPOR BARRIER

CONCRETE SLAB EDGE: SEE 
STRUCTURAL

CONT. FLEXIBLE FLASHING

PREFINISHED ALUMINUM 
STOREFRONT WINDOW WITH 

DOUBLE PANED INSULATED 
GLASS

BRICK MASONRY

MASONRY TIES, TYP.

2" AIR CAVITY

VAPOR BARRIER

RIGID INSULATION, MIN. R-7.5

GYPSUM CEILING ON 2 1/2" 
METAL STUD FRAMING

STEEL LINTEL ANGLE: SEE 
STRUCTURAL

CONT. METAL FLASHING

BRICK SOLDIER COURSE

MIN. R-13 FOIL FACED BATT 
INSULATION ON 6" STEEL STUDS 
@ 16" O.C. MAX.
5/8" TYPE X HIGH IMPACT 
GYPSUM BOARD
WEEP HOLES @ 24" O.C. 
W/ 3/8" DIA. ROPE WICK

CEMENT FIBER BOARD FASCIA 
GUTTER 

DRIP EDGE FLASHING

METAL DOWNSPOUT: SEE CIVIL 
FOR TIE-IN TO STORMWATER 
SYSTEM

5 3/4

12

ROOF UNDERLAYMENT AS RECOMMENDED BY SHINGLE MANUFACTURER

ROOF DECKING - SEE STRUCT. DRAWINGS

 ROOF 
TRUSSES, SEE 

STRUCTURAL

ASPHALT SHINGLES

MIN. R-25 POLYISOCYANURATE INSULATION & COVER BOARD

BRICK SOLDIER COURSE

CANOPY ROOF DECK BY CANOPY 
MANUFACTURER

STEEL COLUMN SUPPORT BY 
CANOPY MANUFACTURER

1/4" / 1'-0"

CONCRETE 
PAVEMENT

CANOPY FRAMING BY CANOPY 
MANUFACTURER

EXTERIOR GRADE LIGHT 
FIXTURE AS SCHEDULED

CONNECTION TO WALL 
BY CANOPY 
MANUFACTURER 
RECOMMENDATIONS

A4.21
W1

A4.21
W2
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LEVEL 1
+0' - 0"

B.O. ROOF
+18' - 0"

�4

PREFINISHED METAL SOFFIT PANEL

SINGLE LEG VENT STRIP

SOFFIT FRAME

CONCRETE FLOOR SLAB ON 
STEEL FLOOR DECK: SEE 

STRUCTURAL

GRAVEL
VAPOR BARRIER

CONCRETE SLAB EDGE: SEE 
STRUCTURAL

ENTRY DOOR AS SCHEDULED

BRICK MASONRY

BRICK SOLDIER COURSE

CEMENT FIBER BOARD FASCIA 
GUTTER 

DRIP EDGE FLASHING

5 3/4

12

ROOF UNDERLAYMENT AS RECOMMENDED BY SHINGLE MANUFACTURER

ROOF DECKING - SEE STRUCT. DRAWINGS

 ROOF TRUSSES, SEE 
STRUCTURAL

ASPHALT SHINGLES

MIN. R-25 POLYISOCYANURATE INSULATION & COVER BOARD

BRICK SOLDIER COURSE

CONCRETE PAVEMENT

STEEL LINTEL ANGLE: SEE 
STRUCTURAL

CONT. METAL FLASHING

METAL DOWNSPOUT: SEE CIVIL 
FOR TIE-IN TO STORMWATER 
SYSTEM

MASONRY TIES, TYP.

2" AIR CAVITY

VAPOR BARRIER

RIGID INSULATION, MIN. R-7.5

MIN. R-13 FOIL FACED BATT 
INSULATION ON 6" STEEL STUDS 

@ 16" O.C. MAX.
5/8" TYPE X HIGH IMPACT 

GYPSUM BOARD

WEEP HOLES @ 24" O.C. W/ 3/8" 
DIA. ROPE WICK

SEE CANOPY MANUFACTURER SHOP 
DRAWINGS FOR STRUCTURAL CONNECTIONS

CANOPY BRACING BY CANOPY 
MANUFACTURER

PREFABRICATED METAL 
CANOPY WITH INTEGRAL 
DRAINAGE

4' - 0"

4' - 0"

A4.21
H1

CORBELLED BRICK BASE 
BELOW

BRICK MASONRY

MASONRY TIES

STEEL COLUMN: SEE 
STRUCTURAL

1" 1" 2' - 0" 1" 1"

1"
1"

2'
 - 
0"

1"
1"

1' - 0" 1' - 0"

1'
 - 
0"

1'
 - 
0"

3
A3.02

CORBELLED BRICK BASE 

BRICK MASONRY

MASONRY TIES: FASTEN TO 
STEEL COLUMN, TYP.

STEEL COLUMN: SEE 
STRUCTURAL

CONCRETE FOOTING: SEE 
STRUCTURAL

CORBELLED BRICK CAPITAL

CAST IN PLACE CONCRETE 
PAVEMENT

GRAVEL

ROOF UNDERLAYMENT AS RECOMMENDED BY SHINGLE 
MANUFACTURER

ROOF DECKING - SEE STRUCT. DRAWINGS

ASPHALT SHINGLES

MIN. R-25 POLYISOCYANURATE INSULATION & COVER 
BOARD

PREFINISHED METAL 
SOFFIT PANEL

SINGLE LEG VENT STRIP

SOFFIT FRAME

CEMENT FIBER 
BOARD FASCIA 

GUTTER 

DRIP EDGE 
FLASHING

STEEL BEAM: SEE STRUCTURAL

2 1/2" STEEL STUDS @ 16" O.C. MAX. 
W/CEMENTITIOUS BOARD CLADDING

ROOF TRUSSES: SEE 
STRUCTURAL

2 1/2" STEEL STUDS @ 
16" O.C. MAX. 

W/CEMENTITIOUS 
BOARD CLADDING

�
8'

 - 
0"

2'
 - 
0"

1"
1"
1"

1"
1"
1"

2' - 0"
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AS
 S
CH
ED
UL
ED

AS SCHEDULED

STAINED WOOD 45 
MIN. RATED DOOR

AS
 S
CH
ED
UL
ED

AS SCHEDULED

STAINED WOOD 90 
MIN. RATED DOOR

AS SCHEDULED

3'
 - 
6"

2'
 - 
10
"

8"

AS
 S
CH
ED
UL
ED

6" 6"

PAINTED STEEL 
INSULATED DOOR

TEMPERED CLEAR 
GLASS LITE G3

AS
 S
CH
ED
UL
ED

AS SCHEDULED

PAINTED STEEL 
INSULATED 
SECTIONAL 

OVERHEAD DOOR

TEMPERED CLEAR 
GLASS LITES

AS
 S
CH
ED
UL
ED

AS SCHEDULED

STAINED WOOD 
SOLID CORE DOOR

AS
 S
CH
ED
UL
ED

AS SCHEDULED

PAINTED STEEL 
INSULATED DOOR

AS
 S
CH
ED
UL
ED

4"

2" AS SCHEDULED 2"

PAINTED 45 MIN. 
RATED HOLLOW 

METAL FRAME

AS
 S
CH
ED
UL
ED

2"

2" AS SCHEDULED 2"

PAINTED 90 MIN. 
RATED HOLLOW 

METAL FRAME

AS
 S
CH
ED
UL
ED

4"

2" AS SCHEDULED 2"

PAINTED HOLLOW 
METAL FRAME

AS
 S
CH
ED
UL
ED

2"

2" AS SCHEDULED 2"

PAINTED HOLLOW 
METAL FRAME

14
' -
 0
"

PE
R
 D
O
O
R
 M
FR
.

PER DOOR MFR. 14' - 0" PER DOOR MFR.

PREFINISHED STEEL DOOR 
FRAME BY OVERHEAD DOOR 

MANUFACTURER
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DOOR SCHEDULE

MARK PR Hand

DOOR FRAME

Fire
Rating

DETAILS

Hardware
Function Lock Closer

Hold
Open

Exit
Device Hook

Card
Reader Signage

Hard ware
Set NOTES

SIZE  Material/
Construction Finish

Elevation/
Glazing

Material/
Construction Finish Elevation HEAD JAMB SILLW H T

101A No RHR 3' - 0" 7' - 0" 0' - 1 3/4" STL/ INSUL PT E HM PT 4 -- H1 J1A S1 ENTRY Yes Yes No Yes No NO
101B No LH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN D HM PT 1 90 MIN. H2 J2 PASSAGE No No No No No NO
102 No LH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 S3 PRIVACY Yes Yes No No Yes YES
103 No RHR 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 S4 STORAGE Yes No No No No NO
104A No RH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN D HM PT 1 90 MIN. H2 J2 PASSAGE No Yes No No No NO
104B No LHR 3' - 0" 7' - 0" 0' - 1 3/4" STL/ INSUL PT E HM PT 4 -- H1 J1 S1 ENTRY Yes Yes No No No NO
105A No LHR 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 3 -- H4 J4 PASSAGE No Yes No No No NO
105B No RHR 3' - 0" 7' - 0" 0' - 1 3/4" STL/ INSUL PT E HM PT 4 -- H1 J1 S1 ENTRY Yes Yes No No No NO
106 No RH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 PRIVACY Yes No No No Yes NO
107 No RH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 PRIVACY Yes No No No Yes NO
108 No LH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 PRIVACY Yes No No No Yes NO
109 No LH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 PASSAGE No No No No No NO
110 No RH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 S3 PRIVACY Yes No No No Yes YES
111 No LH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 STORAGE Yes No No No Yes NO
112 No LH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 2 -- H2 J2 S4 STORAGE Yes No No No No NO
113 No LHR 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN D HM PT 1 90 MIN. H2 J2 PASSAGE No No No Yes No NO
114 No RHR 3' - 0" 7' - 0" 0' - 1 3/4" STL/ INSUL PT E HM PT 4 -- H1 J1 S1 ENTRY Yes Yes No No No NO
116 No LHR 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 STORAGE Yes No No No Yes NO
117 No RHR 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 1 -- H2 J2 STORAGE Yes No No No Yes NO
118 No RHR 3' - 0" 7' - 0" 0' - 1 3/4" STL/ INSUL PT E HM PT 4 -- H1 J1 S1 ENTRY Yes Yes No Yes No NO
119 No LH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN C HM PT 2 45 MIN. H3 J3 STORAGE Yes Yes No No No NO
120A No RH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN D HM PT 1 90 MIN. H2 J2 PASSAGE No Yes No Yes No NO
120B No RH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN C HM PT 2 45 MIN. H3 J3 S4 PASSAGE No Yes No Yes No NO
121 No LH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN C HM PT 2 45 MIN. H3 J3 PASSAGE No Yes No No No NO
122 No LHR 3' - 0" 7' - 0" 0' - 1 3/4" STL/ INSUL PT F HM PT 4 -- H1 J1 S2 STORAGE Yes Yes No No No NO
123A No OVHD 14' - 0" 14' - 0" 0' - 2" 5 -- GARAGE Yes No No No No
123B No OVHD 14' - 0" 14' - 0" 0' - 2" 5 -- GARAGE Yes No No No No
123C No OVHD 14' - 0" 14' - 0" 0' - 2" 5 -- GARAGE Yes No No No No
123D No OVHD 14' - 0" 14' - 0" 0' - 2" 5 -- GARAGE Yes No No No No
123E No OVHD 14' - 0" 14' - 0" 0' - 2" 5 -- GARAGE Yes No No No No
123F No OVHD 14' - 0" 14' - 0" 0' - 2" 5 -- GARAGE Yes No No No No
123G No RHR 3' - 0" 7' - 0" 0' - 1 3/4" STL/ INSUL PT E HM PT 4 -- H5 J5 S2 ENTRY Yes Yes No No No NO
123H No LHR 3' - 0" 7' - 0" 0' - 1 3/4" STL/ INSUL PT E HM PT 4 -- H5 J5 S2 ENTRY Yes Yes No No No NO
124 No RH 3' - 0" 7' - 0" 0' - 1 3/4" SCWD STAIN B HM PT 2 -- H2 J2 S4 STORAGE Yes No No No No NO

 1/2" = 1'-0"C 45 Min. Wood Door Elev  1/2" = 1'-0"D 90 Min. Wood Door Elev  1/2" = 1'-0"E Half Lite Door Elev

 1/2" = 1'-0"A Overhead Door Elev

 1/2" = 1'-0"B Interior Wood Door Elev  1/2" = 1'-0"F Steel Insulated Door Elev

 1/2" = 1'-0"2 45 Min. Hollow Metal Frame  1/2" = 1'-0"3 90 Min. Hollow Metal Frame  1/2" = 1'-0"4 Exterior Hollow Metal Frame 1/2" = 1'-0"1 Typ. Hollow Metal Frame  1/2" = 1'-0"5 Overhead Door Frame

1



BRICK MASONRY

WEEP HOLES @ 24" O.C. 
W/ 3/8" DIA. ROPE WICK

12" NOM. CMU

CONT. FLEXIBLE 
FLASHING

WOOD SHIM AS REQUIRED

STOREFRONT DOOR 
FRAME

CONT. SEALANT JT. 
WITH BACKER ROD

BRICK SOLDIER 
COURSE

STEEL  ANGLE LINTEL: 
SEE STRUCTURAL

2" AIR CAVITY

VAPOR BARRIER

RIGID INSULATION AS 
SPECIFIED

12" NOM. CMU 
LINTEL: SEE 

STRUCTURAL

WOOD SHIM 
AS REQUIRED

CONT. FLEXIBLE FLASHING

CONT. SEALANT JT. WITH 
BACKER ROD

STOREFRONT DOOR FRAME

BRICK MASONRY

2" AIR CAVITY

VAPOR BARRIER

RIGID INSULATION AS 
SPECIFIED

BRICK MASONRY TIE

WRAP BRICK MASONRY 
AROUND CORNER

8" NOM. CMU 
END BLOCK
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 3" = 1'-0"H5 Exterior Door Head Detail CMU  3" = 1'-0"J5 Exterior Door Jamb Detail CMU

1



LEVEL 1
+0' - 0"

4'
 - 
0"

PNT

FRP PANELS

T17

MOP SINK

LEVEL 1
+0' - 0"

4'
 - 
0"

PNT

FRP PANELS

MOP SINK

LEVEL 1
+0' - 0"

B.O. CANOPY
+10' - 0"

B.O. SOLDIER COURSE
+14' - 0"

1
A3.00

B.O. ROOF
+18' - 0"

T.O. Roof Option 1
+25' - 0"

T.O. Roof Option 2
+27' - 4 3/4"

RBPNT

T.O. LINTELS
+8' - 0"

LEVEL 1
+0' - 0"

B.O. CANOPY
+10' - 0"

1
A2.02

B.O. SOLDIER COURSE
+14' - 0"

B.O. ROOF
+18' - 0"

T.O. Roof Option 1
+25' - 0"

T.O. Roof Option 2
+27' - 4 3/4"

RBPNT

T.O. LINTELS
+8' - 0"

LEVEL 1
+0' - 0"

B.O. CANOPY
+10' - 0"
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1 04/10/24 Addendum 2

 1/2" = 1'-0"1 Elevation 1 - Jan 103  1/2" = 1'-0"2 Elevation 2 - Jan 103

 1/4" = 1'-0"3 Apparatus Bay 123  1/4" = 1'-0"4 Apparatus Bay 123

 1/4" = 1'-0"5 Apparatus Bay 123  1/4" = 1'-0"6 Apparatus Bay 123
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